City of Cahokia Heights

* Water and Sewer Department
900 Upper Cahokia Road
Cahokia, Illinois 62206
(618) 337-2149
Curtis McCall Sr, Mayor Richard Duncan, City Clerk

December 14, 2021

Dean Maraldo

Water Enforcement and Compliance Assurance Branch
U.S. EPA - Region 5

77 West Jackson Blvd. (ECW-15))

Chicago, lllinois 60604

Dean:
In response to your request for more info, the City has initiated the following plan:

e Inspect all City lift stations and temporary lift station bypass stations and submit to EPA a condition
status report including date of inspection, name of inspector, operational condition of wet wells,

48.Ab.ii. pumps, valve vaults, and controls; and signs of damage.
o Alllift stations and bypass locations have been inspected, reports to follow
® Address conditions with the potential to cause accidental injury to workers and residents at City lift
stations and temporary lift station bypass stations, including unsecured or uncovered manholes and
vaults, and open electrical panels
O Temporary measures are in process of completion to address potential safety hazards,
48.A.b.iii. including
* Board up covers for open electrical panels
*  Placement of manhole lids or plywood covers over temporary suction and bypass
lines entering underground manholes and vaults
* Safety fence and warning tape placed around temporary operations
e Submit to EPA for review and approval a routine inspection and maintenance plan for lift station and
TR temporary lift station bypass stations, including standard operating procedures for operation,

maintenance, and inspection of the lift stations and temporary lift station bypass stations, and
example(s) of the written inspection forms/checklists to be used to document each inspection
o Drafting of inspection and maintenance plan is in progress

e Submit to EPA for review and approval an interim plan to manage and track work orders, complaints,
preventative maintenance; safety incidents; and overflows and backups
48.A.b.v. o Daily Job sheets will be completed along with maintaining copies of all work orders
completed for the daily jobs relating to customer complaints and maintenance. All
overflows and backups are being recorded. Safety logs will be kept. Safety training for all
employees is forthcoming.
e Complete an assessment of the appropriate number of sanitary sewer staff needed across all job
48.A.b.vi. categories and across all parts of the City’ Sanitary Sewer System and the level of expertise and
licensing required for each position. Certification of collection system workers is not required in
lMinois (only for treatment plant operators), but the following actions have been taken and are



Dennis Traiteur
Operator

being pursued...

Staffing of water and sewer department has been increased by 10 workers, plus supervisors
and department managers. On the job training for these new hires is ongoing, professional
course training is being pursued and ongoing operator training is being pursued using the resources below.

OPERATOR GROUPS
Mississippi — Kaskaskia Valley Water Pollution Control Operators (MISKA) www.mis-ka.com
Miss-Rock Water Pollution Control Operators North Central Water & Wastewater Operators Association
Southern Illinois Wastewater Operators (SIWO)

Ilinois Association of Water Pollution Control Operators (IAWPCO) www. iawpco.orq

Hllinois Water Environment Association (IWEA) www.iweasite.org Hlinois Rural Water

Association (IRWA) www.ilrwa.org
TRAINING RESOURCES

Southern lllinois University, Edwardsville Environmental Resources Training Center Campus Box 1075
Edwardsville, IL 62026-1075 (618) 650-2030 www.sive.edu/ertc/ email: sive-ertc@siue. edu

Department of Civil Engineering
lllinois Environmental Protection Agency DWPC/Permit Section/Watershed Unit #15
P.O. Box 19276 Springfield, IL 62794-9276 (217) 782-1696

lllinois Environmental Protection Agency BOW/Compliance Assurance Section #19 P.O. Box
19276 Springfield, IL 62794-9276 (217) 782-9720
www2.illinois.gov/epa/topics/water[1]quality/wastewater-operator-certification

Wastewater Operator Certification Contact Information

lllinois Environmental Protection Agency Bureau of Water/ CAS #19 P.O. Box 19276
1021 N. Grand Ave. East Springfield, IL 62794-9276 Telephone: 217-782-9720

Fax: 217-782-0075

Email: Debbie. Alderman@illinois.qov

City of Cahokia Heights






PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date: _ /Oz -l "-;2/ .
Inspected By: -~ ), AA

Pump Station Name:

Pump Station Location:

Number of Pumps:

/

Pump Manufacturer:

Pump Horsepower:

s

EJVELL:
[z/lnspecl interior énd exterior surfaces

Check for proper access hatch operation
Verify float system operating condition

<

Inspect pump guide rails

U
C
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3
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RSN

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

heck pump for normal operation

Check for unusual noises and/or vibration

VAULT:

Check sump pump operation

Verify pressure gauges are in place (if applicable)

ey

Check for proper access hatch operation

ONTROL PANEL:

Verify that wiring schematic is on file in Sewer Department Office

Gy

A Inspect enclosure for damage

Inspect wiring

Perform operational test

Verify that electrical conduits are sealed

Verify high water warning light operation

COMMENTS:







PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name: Luc Inspection Date: /42, ~3 "'2/
Pump Station Location: ) inspected By: S, N
Number of Pumps:

Pump Manufacturer:

Pump Horsepower:

Inspect interior and exterior surfaces

Seack

Check for proper access hatch operation
Verify float system operating condition
Inspect pump guide rails

-
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3
@

S

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

L

L

VAULT:
Check sump pump operation
Verify pressure gauges are in place (if applicable)

Check for proper access hatch operation

Q

ONAROL PANEL!

Verify that wiring schematic is on file in Sewer Department Office

Inspect enclosure for damage
Inspect wiring
Perform operational test

Verify that electrical conduits are sealed

el

Verify high water warning light operation

COMMENTS: @l&!’ 0’9/!50 é/pk







PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Statlon Name: M-Spectlon o /2 o “:_9 Z

Pump Station Location: 2 Inspected By: Tt Dul

Number of Pumps:

Pump Manufacturer:

Pump Horsepower:

nspect interior and exterior surfaces

D\EIE
m
—
P

Check for proper access hatch operation
Verify float system operating condition

el

Inspect pump guide rails

o
C
=
=
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ull and reset pump (if needed)

S

P
" Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

<
>
=
<

L8

VAULT:
Check sump pump operation

Verify pressure gauges are in place (if applicable)
Check for proper access hatch operation

o

ONTROL PANEL:
Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

L

Perform operational test
erify that electrical conduits are sealed
Verify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date:  J 2 =&j— & /

Pump Station Name:

Pump Station Location: Inspected By:

Number of Pumps:

Pump Manufacturer:

Pump Horsepower:

T‘
E

Inspect interior and exterior surfaces
Check for proper access hatch operation
Verify float system operating condition

W

inspect pump guide rails

B}
c
=
U
7]

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

AN

VALVE VAULT:

I éa’ Check sump pump operation
Verify pressure gauges are in place (if applicahle)

Jd

Check for proper access hatch operation

CONTROL PANEL;

Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

Perform operational test
Verify that electrical conduits are sealed
Verify high water warning light operation

comventss Mg ¢ n (7'4&4/’("./{”"/
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PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name: )\yﬂ pection Date: /) Lf’ ')’/

Pump Station Location: JQ\ Inspected By: ) /4 .-

Number of Pumps:

Pump Manufacturer:

Pump Horsepower:

=

DAl

ETWELL:

Inspect interior and exterior surfaces
Check for proper access hatch operation
Verify float system operating condition
Inspect pump guide rails

g
=

UMPS:

Pull and reset pump (if needed)

Check for ease cf removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

s

Check for unusual noises and/or vibration

VALVE VAULT:
Check sump pump operation

Vetify pressure gauges are in place (if applicable)

;e

Check for proper access hatch operation

CONTROL PANEL!

Verify that wiring schematic is on file in Sewer Department Office

D/ Inspect enclosure for damage

Inspect wiring

_____ Perform operational test
| 9‘ Verify that electrical conduits are sealed
Verify high water warning light operation

COMMENTS:







PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date: "/«2“7@ —
Z ampg J AcE$v)nspected By: T Fw

Pump Statlon Name:

Pump Station Location:
Number of Pumps: )
s

Pump Manufacturer:

Pump Horsepower:

Inspect interior and exterior surfaces

=
m
]
m
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Check for proper access hatch operation

&

Verify fioat system operating condition
Inspect pump guide rails

Pull and reset pump (if needed)

heck for ease of removal and proper sealing at disconnect flange

I

QO O

heck pump chords for obstructions

Check pump for normal operation
Check for unusual noises and/or vibration

VAULT:
Check sump pump operation

Verify pressure gauges are in place (if applicable)

St

Check for proper access hatch operation

OWMTROL PANEL:
Verify that wiring schematic is on file in Sewer Department Office

o

Inspect enclosure for damage
Inspect wiring

Perform operational test

SEG

Verify that electrical conduits are sealed

Q

~ Verify high water warning light operation
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PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name:

[2-2-2]

__5{ Inspection Date:
. 7/

Pump Station Location: Inspected By:

RYZEYS)

Number of Pumps: /

Pump Manufacturer:

Pump Horsepower:

=

ETWELL:

Inspect interior and exterior surfaces

Q/ Check for proper access hatch operation
B/ erify float system operating condition
Inspect pump guide rails
UMPS:
Pult and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange

-

Check pump chords for obstructions

E{/Check pump for normal operation

Check for unusual noises and/or vibration

VALVE VAULT:
Check sump pump operation
Verify pressure gauges are in place (if applicable)

Check for proper access hatch operation

(@)

ONTROL PANEL;
[Z{ Verify that wiring schematic is on file in Sewer Department Office
IB/ Inspect enclosure for damage

Inspect wiring

[:y Perform operational test
B// Verify that electrical conduits are sealed

Verify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date:  © 23 -2 /

Pump Station Name:

Pump Station Location: 7 inspected By: VTl Tt

Number of Pumps: L s s g

Pump Manufacturer:

Pump Horsepower:

g
—
m
=

Inspect interior and exterior surfaces

L

Check for proper access hatch operation
. Verify float system operating condition

QEL

Inspect pump guide rails

e
c
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)
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Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

R

VAULT:
Check sump pump operation

&

Verify pressure gauges are in place (if applicable)

.

Check for proper access hatch operation

ONJROL PANEL:

Verify that wiring schematic is on file in Sewer Departmen! Office

LdE

Inspect enclosure for damage

[Jl]

Inspect wiring
Perform operational test

Verify that electrical conduits are sealed

el

Verify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date:  \2_—.3 ~ 2 \
spected By: b < R
p y Avnes Q\JL;\DI PO~

Pump Station Name:

Pump Station Location:
Number of Pumps: [:Z A

Pump Manufacturer:

Pump Horsepower: § a0

WETWELL:

Inspect interior and exterior surfaces
Check for proper access hatch operation
Verify float system operating condition
Inspect pump guide rails

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

KPR S SRR

VALVE VAULT:

Check sump pump operation

Verify pressure gauges are in place (if applicable)
Check for proper access hatch operation

ol

CONTROL PANEL:

Verlfy that wiring schematic is on flle in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

Perform operational test

Verify that electrical conduits are sealed

DROICINL

Verify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date: \7.. ‘3 — Z\
. et
inspected By: 5 A vN\LD L¢\‘{)q ‘7§ g

Pump Station Name:

Pump Station Location:

od ™

Number of Pumps:

Pump Manufacturer:

Pump Horsepower: 2 QL

WETWELL:
Inspect interior and exterior surfaces

% Check for proper access hatch operation

Verify float system operating condition
Inspect pump guide rails

'U
=

UMPS:

Pull and reset pump (if needed)

Check pump chords for obstructions
Check pump for normal operation
Check for unusual noises and/or vibration

% Check for ease of removal and proper sealing at disconnect flange

VALVE VAULT:

K‘ Check sump pump operation

@ Verify pressure gauges are in place (if applicable)
IX] Check for proper access hatch operation

Q

ONTROL PANEL:

D Verify that wiring schematic is on file in Sewer Departiment Office
& Inspect enclosure for damage

D Inspect wiring

D Perform operational test

Verify that electrical conduits are sealed

D Verify high water warning light operation

COMMENTS: Q AN QLY




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date:  \ 2 ~.3— 2-\
Inspected By: . D wae.d QU \,QQPP o~
LR |

Pump Station Name:

Pump Station Location:
Number of Pumps: & »
Pump Manufacturer:

Pump Horsepower: 3\~\L

WETWELL:

Inspect interior and exterior surfaces
Check for proper access hatch operation
Verify float system operating condition

Inspect pump guide rails

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

3 P b

<
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~
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C
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Check sump pump operation
Verify pressure gauges are in place (if applicable)

Check for proper access hatch operation

A

(9]

ONTROL PANEL:

Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

Perform operational test

Verify that electrical conduits are sealed

ALK

Verify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date:  \ 2~ ~ \
Inspected By: SA LD QU \‘eq_,pb
V=Y

Pump Statlon Name:

Pump Station Location:
Number of Pumps: 2

Pump Manufacturer:

Pump Horsepower: 3 \f\Q\

s

ETWELL:

Inspect interior and exterior surfaces
Check for proper access hatch operation
Verify float system operating condition

Inspect pump guide rails

Pull and reset pump (if needed)

RN KA

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions
Check pump for normal operation

Check for unusual noises and/or vibration

VALVE VAULT:
Check sump pump operation
Verify pressure gauges are in place (if applicable)

Check for proper access hatch operation

HIEIA

CONTROL PANEL:

Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

Perform operational test

Verify that electrical conduits are sealed

LROCRIC

Verify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date: \2_ "‘3 o 2.!\
Inspected By: A A WD &)\f)e,&'] uaey——

Pump Station Name:

Pump Station Locaticn:

2

Number of Pumps:

Pump Manufacturer:
Pump Horsepower: 3 -

=
m
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=
m
m
=

Inspect interior and exterior surfaces
Check for proper access hatch operation
Verify float system operating condition

RIKNX

Inspect pump guide rails

o
&
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T
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X

Pull and reset pump (if needed)
m Check for ease of removal and proper sealing at disconnect flange
]Xl Check pump chords for obstructions

[&2] Check pump for normal operation

Check for unusual noises and/or vibration

VALVE VAULT:

!Kl Check sump pump operation

[X] Verify pressure gauges are in place (if applicable)
E Check for proper access hatch operation

CONTROL PANEL:

Verlfy that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

Perform operational test

Verify that electrical conduits are sealed

RIS

Verify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name: C Qe T Inspection Date: \Z_~= ~2. |
Pump Station Location: pected By: bg WAQA ( ‘J! ‘22 ?93 —

Number of Pumps: 74

Pump Manufacturer:
Pump Horsepower: 3 W

WETWELL:

inspect interior and exterior surfaces
Check for proper access hatch operation
Verify float system operating condition
Inspect pump guide rails

NN

o
=
=
3
(23

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

i B

VALVE VAULT:
Check sump pump operation
Verify pressure gauges are in place (if applicable)

Check for proper access hatch operation

Pa

CONTROL PANEL:

Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

Perform operational test

Verify that electrical conduits are sealed

LIRCIAL

Verify high water warning light operation

COMMENTS;




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name: E AR §~\ Ay-ovi  Inspection Date: \2.~3 =2\

Pump Station Location: Naves Co \ ¢ 49@ e
g )

Number of Pumps:

Pump Manufacturer:
Pump Horsepower: 2.0

WETWELL:

Inspect interior and exterior surfaces
Check for proper access hatch operation
Verify float system operating condition
‘ inspect pump guide rails

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

VALVE VAULT:
Check sump pump operation
Verify pressure gauges are in place (if applicable)

Check for proper access hatch operation

PP

CONTROL PANEL:

Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

Perform operational test

Verify that electrical conduits are sealed

LRI

Verify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name.

?:M___ Inspection Date:  \2—3 —2\
spected By: SNAWASD CJ\" \ae??{ —

Pump Station Locatio
Number of Pumps: 2R
Pump Manufacturer:

Pump Horsepower: SWe_

=

ETWELL:

Inspect interior and exterjor surfaces
Check for proper access hatch operation
Verify float system operating condition

EIRNA

inspect pump guide rails

3]
c
=
o
w

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

AP

<

ALVE VAULT:
Check sump pump operation
Verify pressure gauges are in place (if applicable)

Check for proper access hatch operation

palavhy

o

ONTROL PANEL:!

Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

Perform operational test

Verify that electrical conduits are sealed

LRCICIAC

Verify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date: \2‘5 “& &

Inspected By: )A"“\QQ ( l ZSQQP; ¢

Pump Station Name:

Pump Station Location:

Number of Pumps:

Pump Manufacturer:
Pump Horsepower: 3 wWe

WETWELL:

Inspect interior and exterior surfaces
Check for proper access hatch operation
Verify float system oparating condition

Inspect pump guide rails

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

RNRRIN: NRNK
0
w

<
>

LVE VAULT:
Check sump pump opetration

Verify pressure gauges are in place (if applicable)

N

Check for proper access hatch operation

CONTROL PANEL;

Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

Perform operational test

Verify that electrical conduits are sealed

LRICICIRIC

Verify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

ve WAN g v

Pump Station Name:

Inspection Date: \‘2‘3‘&(

Pump Station Location

Number of Pumps:

Pump Manufacturer;

Pump Horsepower: JOHg

WETWELL:

Inspect interior and exterior surfaces
Check for proper access hatch operation
Verify float system operating condition

a5y

Inspect pump guide rails
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Y
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Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

il XK]

=
>
-

VE VAULT:
Check sump pump operation

Verify pressure gauges are in place (if applicable)

PIb<]X

Check for proper access hatch operation

O

ONTROL PANEL:

D Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

% Inspect wiring

D Perform operational test

% Verify that electrical condUits are sealed

Verify high water warning light operation

COMMENTS: ? Anel Ve RA R

ected By: SAW\QQ ¢




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name; \ Inspection Date: \2 A= ~2 \
Pump Station Location ted By: 15 Avwaed ( \35 &Z@D{r‘
G

Number of Pumps:

Pump Manufacturer:
Pump Horsepower: SN

WETWELL;

@ inspect interior and exterior surfaces
Check for proper access hatch operation

% Verify float system operating condition

@ Inspect pump guide rails

)
=

UMPS:

Pull and reset pump (if needed)

Check pump chords for obstructions
Check pump for normal operation
Check for unusual noises and/or vibration

% Check for ease of removal and proper sealing at disconnect flange

VALVE VAULT.
Check sump pump operation
Verify pressure gauges are in place (if applicable)

m Check for proper access hatch operation

CONTROL PANEL:

Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

Periorm operational test

Verify that electrical condlits are sealed

CRCCRC]

Verify high water warning light operation

COMMENTS: _DRSCeanpagy (efd (Nammpce T LOe~9-




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

ction Date: \2 ‘3 ‘2.,\

spected By: ) AWES Q J S‘g ¢ e\DQ 'S

Pump Station Name:

Pump Station Location:

Number of Pumps:

Pump Manufacturer: -
Pump Horsepower: 3 W Q_

WETWELL:

Inspect interior and exterior surfaces
m Check for proper access hatch operation
m Verify float system operating condition
m Inspect pump guide rails

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises andjor vibration

SRR ¢

VALVE VAULT:
Check sump pump operation
Verify pressure gauges are in place (if applicable)

Check for proper access hatch operation

I

CONTROL PANEL:

Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

Perform operational test

Verify that electrical conduits are sealed

OROCORO

Verify high water warning light operation

COMMENTS: 9&3}9) D) 9@\‘\?




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name: S e !\ g-k \A cen Inspection Date: \’L.‘z_'.' ZJl

Pump Station Location] Inspected By: (&&‘\Q}Q G/J S ‘3_2 ) )F o
Number of Pumps:

Pump Manufacturer:
Pump Horsepower: 3 W

WETWELL:
& Inspect interior and exterior surfaces

@ Check for proper access hatch operation
Verify float system operating condition

inspect pump guide rails

PUMPS:

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

A<

VALVE VAULT;

KJ Check sump pump operation

[Z] Verify pressure gauges are in place (if applicable)
IXJ Check for proper access hatch operation

CONTROL PANEL:
D Verify that wiring schematic is on file in Sewer Department Office

Inspect enclosure for damage
Inspect wiring
[:, Perform operational test

')I‘ Verify that electrical condUits are sealed

. Verify high water warning light operation

COMMENTS: Q ane\l Ve QQC Q_




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date: ]2_:3" & \

Inspected By: §AW\~€’A\ ( \JS@ ?w ~

Pump Station Name: SLaaso

Pump Station Locatio

Number of Pumps:

Pump Manufacturer:

Pump Horsepower: R4'TY

2
m
-
=
m
—
r-

Inspect interior and exterior surfaces
Check for proper access hatch operation
Verify float system operating condition

I

Inspect pump guide rails

o
c
=
Y
w

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises andjor vibration

PXIXIR K]

VALVE VAULT:

K] Check sump pump operation

[Z] Verify pressure gauges are in place (if applicable)
I:)g Check for proper access hatch operation

CONTROL PANEL:
[:] Verify that wiring schematic is on file in Sewer Department Office
% Inspect enclosure for damage
Inspect wiring
[:l Perform operational test
,Xl Verify that electrical condlits are sealed
D Verify high water warning light operation

COMMENTS: ? aae \ Q\Q \‘\) AR




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name:

inspected By: S A vy

Pump Station Location:
Number of Pumps: 23
Pump Manufacturer:
Pump Horsepower: 3 e

WETWELL:

m Inspect interior and exterior surfaces

m Check for proper access hatch operation
[z Verlfy float system operating condition

Inspect pump guide rails

PUMPS:

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

PRI

VALVE VAULT:

lZ] Check sump pump operation

@ Verify pressure gauges are in place (if applicable)
@ Check for proper access hatch operation

CONTROL PANEL:

D Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

% Inspect wiring

D Perform operational test
Verify that electrical conduits are sealed

% Verify high water warning light operation

COMMENTS:

Inspection Date: &M 12.-3-2 |\
; Ty




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Minspection Date: /2.—3—2 |

spected By: S&hﬂﬁ& S' APCP?ZQ

Pump Statlon Name:

Pump Station Location:

Number of Pumps:

Pump Manufacturer:
Pump Horsepower: L/O he

WETWELL:

@ Inspect interior and exterior surfaces

[Z] Check for proper access hatch operation
Verify float system operating condition

|X] Inspect pump guide rails

PUMPS:

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises andior vibration

SIS PSIS

VALVE VAULT.
Check sump pump operation
Verify pressure gauges are in place (if applicable)

Check for proper access hatch operation

Bbi<]

0

(@)
=

TROL PANEL:
Verify that wiring schematic is on file in Sewer Department Office

Imspect enclosure for damage

inspect wiring
Rerform operational test

Vierify that electrical condUits are sealed

RE

Venfy high water warning light operation

Q
C
=
=
m

NTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date: [/ 2 ~3~2 L

Inspected By: S Amey ¢ yﬁL‘-‘_ePPe jis

Pump Station Name:

Pump Station Location:

Number of Pumps: <
Pump Manufacturer:

Pump Horsepower: SO He
WETWELL

@ Inspect interior and exterior surfaces

Check for proper access hatch operation
% Verify float system operating condition
,I] Inspect pump guide rails

@ Pull and reset pump (if needed)
Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions
Check pump for normal operation

Check for unusual noises and/or vibration

VALVE VAULT;
m Check sump pump operation
% Verify pressure gauges are in place (if applicable)

Check for proper access hatch operation

CONTROL PANEL:

[:l Verify that wiring schematic is on file in Sewer Department Office
g Inspect enclosure for damage
D Inspect wiring

D Perform operational test
[K' Verify that electrical conduits are sealed
L]

Verify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date: /Z,_ -3~ Z- l

cted By, MA@ C 2‘?&%2/&‘

Pump Station Name:

Pump Station Location;

Number of Pumps:

Pump Manufacturer:

Pump Horsepower: CiHOhe

WETWELL:

Inspect interior and exterior surfaces
Check for proper access hatch operation
Verify float system operating condition

HKXIX]

Inspect pump guide rails

B
c
=
Y
w

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

XD

VALVE VAULT:
Check sump pump operation
Verify pressure gauges are in place (if applicable)

HNK

Check for proper access hatch operation

CONTROL PANEL:

Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

Perform operational test

Verify that electrical conduits are sealed

OROORO

Verify high water warning light operation

COMMENTS




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name: PM/ é Inspection Date: / L7 -2 /

Pump Station Location: 1> B 5 Inspected By:  (Z L ~—
¥ -

Number of Pumps: ; '7![,(.' o LU p
7= 7
Pump Manufacturer: /: / \/ @s /
Pump Horsepower: /5 H
T

WETWELL;
[E/ inspect interior and exterior surfaces

@/ Check for proper access hatch operation
@" Verify fioat system operating condition

E/ Inspect pump guide rails

PUMPS:
Pull and reset pump (if needed)
[Q/' Check for ease of removal and proper sealing at disconnect flange
@/ Check pump chords for obstructions
[-Elf Check pump for normal operation
@/ Check for unusual noises and/or vibration

VALVE VAULT:

WGheck sump pump opetration
l ] }’ Verify pressure gauges are in place (if applicable)
E/'Check for proper access hatch operation

CONTROL PANEL:
[j Verify that wiring schematic is on file in Sewer Department Office
[D/ Inspect enclosure for damage

[]/I.nspect wiring
[E/ Perform operational test
@/Verlfy that eiectrical conduits are sealed

Werify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name: E-QC kSc A Inspection Date: k' = F ’.-;2/

Pump Station Location: | AC. NS oo AV Inspected By: w—)

Number of Pumps: UC,\M € pPum P

v |
Pump Manufacturer: / NET
4
Pump Horsepower: [0 Hp
T
WETWELL:

l]/ ~ Inspect interior and exterior surfaces
m/“Check for proper access hatch operation
m’ Verify float system operating condition
m’ Inspect pump guide rails

PUMPS:

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

[

Check for unusual noises and/or vibration

VALVE VAULT:

D Check sump pump operation

D Verify pressure gauges are in place (if applicable)
" Check for proper access hatch operation

CONTROL PANEL:

Verify that wiring schematic is on file in Sewer Department Office
Inspect enclosure for damage

Inspect wiring

Perform operational test

Verify that electrical condlits are sealed

R ERNN

Verify high water warning light operation

COMMENTS: K—'U‘){)G‘ﬁs G)Mb\e o) \oredkenm g ema

) \&"\




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name: jﬁ‘/\ nSomn_ Inspection Date: é?,::,z\"g/ |
AT

Pump Station Location: - ]O hre Sows K Inspected By: gﬁ/]
& N
Number of Pumps: [@INY: % gU 4% ‘,0 :
Pump Manufacturer: F / \/ @r
14 —
Pump Horsepower: ( )#’)\3 100 5. H ol

WETWELL:
[E/Inspect interior and exterior surfaces
l]/ztheck for proper access hatch operation

D erify float system operating condition
Inspect pump guide rails

PUMPS:
Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation
Check for unusual noises and/or vibration

LI

<
>
P

VE VAULT:
Check sump pump operation
Verify pressure gauges are in place (if applicable)
Check for proper access hatch operation

0]

Q

NTROL PANEL:

3 Verify that wiring schematic is on file in Sewer Department Office
D Inspect enclosure for damage
D Inspect wiring
D Perform operational test
[]

Verify that electrical conduits are sealed

]

Verify high water warning light operation

COMMENTS: X\)\p oS




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name: _ Inspection Date: P~ 4 7'92[

Pump Station Location: Inspected By: {

A —— .  wEe——
Number of Pumps: CONE.

Pump Manufacturer:

Pump Horsepower:

WETWELL:
Inspect interior and exterior surfaces

D Check for proper access hatch operation
D Verify float system operating condition

E] inspect pump guide rails

PUMPS:
D Pull and reset pump (If needed)

D Check for ease of removal and proper sealing at disconnect flange

EJ/ Check pump chords for obstructions
eck pump for normal operation
Check for unusual noises and/or vibration
VALVE VAULT:
D Check sump pump operation

D Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:
D Verify that wiring schematic is on file in Sewer Department Office

B/ nspecl enclosure for damage
B/:nspect wiring

Perform operational test
IZ/ Verify that electrical conduits are sealed
[:l Verify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST

City of Cahokia Heights Water & Sewer

Pump Station Name:
Pump Station Location:

Number of Pumps: ) P )
Pump Manufacturer: /’* Y >

Pump Horsepower: Q 7 ﬁ Uy = 3C1/{“//‘1

WETWELL:
[E* Inspect interior and exterior surfaces

ected By:

B' " Check for proper access hatch operation
D Verify float system operating condition

D Inspect pump guide rails

PUMPS:

- Pull and reset pump (if needed)
Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions
Check pump for normal operation

Check for unusual noises and/or vibration

OOOOE]

VALVE VAULT:

[9/ Check sump pump operation

B/ Verify pressure gauges are in place (if applicable)
lzf Check for proper access hatch operation

CONTROL PANEL.:

B/ Verify that wiring schematic is on file in Sewer Department Office
I]/ Inspect enclosure for damage

[E/ Inspect wiring

I]/ﬂ Perform operational test

Q/ Verify that electrical conduits are sealed

[2'/ Verify high water warning light operation

ection Date:

)2-7-2/

— L

N

coments: (' c\\e (&&\V\% ace \acey e




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Statlon Name: Inspection Date: /2 =% Z ’02/

Pump Station Location:

ected By: K){ ;—u:'/s

Number of Pumps:

oI ,
Pump Manufacturer: ’/: a y(? il
Pump Horsepower: C'Aé) (S /¥, 8 Iﬁrﬁ

WETWELL:
Inspect interior and exterior surfaces

[Z( Check for proper access hatch operation

IQ// Verify float system operating condition

Inspect pump guide rails

PUMPS:

[I:l’FPull and reset pump (if needed)

IE’" Check for ease of removal and proper sealing at disconnect fiange
~ Check pump chords for obstructions

@/‘Check pump for hermal operation

. —Check for unusual noises and/or vibration

VALVE VAULT:

| 9‘ ~ Check sump pump operation
merify pressure gauges are in place (if applicable)
[E/é_heck for proper access hatch operation

CONTROL PANEL.:

[E/ Verify that wiring schematic is on file in Sewer Department Office
" Inspect enclosure for damage

E]’ Inspect wiring

IE"' Perform operational test

@//_Verify that electrical condUits are sealed

Ed’ " Verify high water warning light operation

COMMENTS: #}:T)/L iates czjfn/ o gl /,l,um/




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Statlon Name:

Inspection Date: /0?— 740'2/
ol

Pump Station Location: Inspected By:

=
Number of Pumps:

Pump Manufacturer: / k/ C‘ -T
/4 =
Pump Horsepower: Cr3127 [CHK
' T

WETWELL:

@/inspect interior and exterior surfaces
m/~Check for proper access hatch operation
E"‘Verify float system operating condition
[E’_'lnspect pump guide rails

PUMPS:

D Pull and reset pump (if needed)

D Check for ease of removal and proper sealing at disconnect flange
W Check pump chords for obstructions

"_ Check pump for normal operation

[ L] Check for unusual noises and/or vibration

VALVE VAULT:

"'Check sump pump operation
@i Verify pressure gauges are in place (if applicable)

7
Check for proper access hatch operation

CONTROL PANEL.:
EI Verify that wiring schematic is on file in Sewer Department Office

[ A Tnspect enclosure for damage

g/lnspect wiring

| H Perform operational test
B' Verify that electrical conduits are sealed
m Verify high water warning light operation

COMMENTS:




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name: Inspection Date:

Pump Station Location:

412
Inspected By: /%(/M\J

Number of Pumps:

Pump Manufacturer:

Pump Horsepower: 3- :JL/ GO HZ 5.5 [H e

WETWELL:

[E"*'lnspecl interior and exterior surfaces
B" Check for proper access hatch operation
[2" Verify float system operating condition

IE’_‘lnspect pump guide rails

PUMPS:

m/‘Pull and reset pump (if needed)

I]"‘ Check for ease of removal and proper sealing at disconnect flange
B/ Check pump chords for obstructions

% Check pump for normal operation

@/‘Check for unusual noises and/or vibration

VALVE VAULT:

E’“ Check sump pump operation

‘]" Verify pressure gauges are in place (if applicable)
l]’_ Check for proper access halch operation

CONTROL PANEL:

D Verify that wiring schematic is on file in Sewer Department Office
[_[2/\ Inspect enclosure for damage

E/lnspect wiring

Q/Perform operational test

[E'\ Verify that electrical conduits are sealed
D Verify high water warning light operation

COMMENTS: ZZZo AJ% t,niﬁc Qéﬂ.




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Statlon Name:

Pump Station Location:

Number of Pumps:

Pump Manufacturer: Ara uo/ é)’

[4 s
Pump Horsepower: \5 5’
WETWELL:

Inspect interior and exterior surfaces
[:] Check for proper access hatch operation
@/Verify float system operating condition
Inspect pump guide rails

PUMPS:
l:] Pult and reset pump (if needed)

l:] Check for ease of removal and proper sealing at disconnect flange
lZ/Check pump chords for obstructions

IZ]//Check pump for normal operation
Check for unusual noises and/or vibration

VALVE VAULT:

I::] Check sump pump operation

[:] Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:
[:] Verify that wiring schematic is on file in Sewer Department Office
nspect enclosure for damage
Inspect wiring
[Z/ Perform operational test
Veriiy that eiectrical conduits are sealed
D Verify high water warning light operation

coments: _ JAeds ///}A/L a/a/‘/u /)/ff/ /acf&




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name:
Pump Station Location: spected By:
Number of Pumps:

Pump Manufacturer: ,65

Pump Horsepower: ;,

WETWELL:

[ J"Tnspect interior and exterior surfaces
D Check for proper access hatch operation
E/Verify float system operating condition

I ] ~Ingpect pump guide rails

PUMPS:

l:’ Pull and reset pump (if needed)

D Check for ease of removal and proper sealing at disconnect flange
E/I Check pump chords for obstructions

B/Check pump for normal operation

E]/éheck for unusual noises and/or vibration

VALVE VAULT.

D Check sump pump operation

[:I Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:
D Verify that wiring schematic is on file in Sewer Department Office
B/ Inspect enclosure for damage
Inspect wiring
|Zr Perform operational test
Verify that electrical condUits are sealed
[:] Verify high water warning light operation

Inspection Date:

42-37
o

N

o, 4 y /
COMMENTS: L/g/z, #/a/rm/ /%// /Le@z’/




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Statlon Name:

Inspection Date: /,,Z /;.7" 2'/
spected By: W
¥

Pump Station Location:

&
Number of Pumps: 12
Pump Manufacturer: {[a: abouv\lf /Z//m’S‘(
Pump Horsepower: j//
WETWELL:

D Inspect interior and exterior surfaces

D Check for proper access hatch operation
Verify float system operating condition
D Inspect pump guide rails

PUMPS:
D Pull and reset pump (if needed)

D Check for ease of removal and proper sealing at disconnect flange
mheck pump chords for obstructions

I:-/j/ Check pump for normal operation

Check for unusual noises and/or vibration
VALVE VAULT;
I:] Check sump pump operation

[:] Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:
[_J Verify that wiring schematic is on file in Sewer Department Office
Fa Inspect enclosure for damage

-] Inspect wiring
IQ/—P rform operational test
B/V;rify that electrical conduits are sealed
D Verify high water warning light operation

COMMENTS: Q/(,L/mn :.’a?/ g;/f(’/l//ff //J’#-A/MI/}/'A/( /W




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

ection Date: JV? '(; /;7/

Pump Statlon Name:

Pump Station Location

ected By: \KM—/")

Number of Pumps:

— —

Pump Manufacturer: &\«/ﬁb@
Pump Horsepower: o / . 5
WETWELL:

B/Inspect interior and exterior surfaces
Check for proper access hatch operation
D/ Verify float system operating condition

Mspect pump guide rails

PUMPS:

D Pull and reset pump (if needed)

[:] Check for ease of removal and proper sealing at disconnect fiange
E/Check pump chords for obstructions

I (:]/ Check pump for normal operation
B/Check for unusual noises and/or vibration

VALVE VAULT:

D Check sump pump operation

I:] Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:
D Verify that wiring schematic is on file in Sewer Department Office

Inspect enclosure for damage

W.lnspect wiring
I_J/Perform operational test

Merify that electrical conduits are sealed
D/Verify high water warning light operation

COMMENTS: M /u;}/iv /t’c/c’/ KL/M’“/




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date! /ﬂz 4 "oz/
Inspected By: /@-—)

Pump Station Name:

Pump Station Location:

Number of Pumps:

Pump Manufacturer: /;U/MM = /zugz_
o L4
Pump Horsepower: 5

WETWELL:
D Inspect interior and exterior surfaces
D Check for proper access hatch operation

%//lerify float system operating condition
I

nspect pump guide rails

PUMPS:
D Pull and reset pump (if needed)
l:] Check for ease of removal and proper sealing at disconnect flange
E/ Check pump chords for obstructions
Check pump for normal operation
Check for unusual noises and/or vibration

VALVE VAULT:

D Check sump pump operation

D Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL.:
[] Verify that wiring schematic is on file in Sewer Department Office

B/ Inspecl enclosure for damage

IZ/ Inspect wiring

Perform operational test
IZ/ Verify that electrical conduits are sealed
Verify high water warning light operation

COMMENTS: _ ,/l ,2 /;/ZZL /f’ Vg/ }[MM, 0/%6/4/7{&;4, a e ,W..
48
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PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

nspection Date: /.Q '2'2/
nspected By: ,C%/L—-)

Pump Station Name:

Pump Station Location:

Number of Pumps:

Pump Manufacturer:

Pump Horsepower:

WETWELL:

D Inspect interior and exterior surfaces
D Check for proper access hatch operation
B/Verify float system operating condition
EI Inspect pump guide rails

PUMPS:!

D Pull and reset pump (if needed)

D Check for ease of removal and proper sealing at disconnect flange
[Q/ Check pump chords for obstructions

3’ Check pump for normal operation
Check for unusual noises and/or vibration

VALVE VAULT:

[:] Check sump pump operation

l:] Verlify pressure gauges are in place (if applicable)
I:] Check for proper access hatch operation

CONTROL PANEL.:
D Verify that wiring schematic is on file in Sewer Department Office

[2/ Inspect enclosure for damage

E/Inspect wiring

|Z]/ Perform operational test
l } 'Verify that electrical conduits are sealed
D Verify high water warning light operation

COMMENTS: j%a,{{»un 75 é(//&\é Lu/?% SA-AW/S/‘MZ
2077 2 skl




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name: Mspection Date: /72 ’02 ’27/

Pump Station Location: Inspected By: /(Q vA)
L

Number of Pumps:

Pump Manufacturer:

Pump Horsepower:

WETWELL:

I:I Inspect interior and exterior surfaces
D Check for proper access hatch operation
E/Verlfy float system operating condition
I:] Inspect pump guide rails

PUMPS:

I:] Pull and reset pump (if needed)

D Check for ease of removal and proper sealing at disconnect flange
E//C_heck pump chords for obstructions

B/Check pump for normal operation
; —Check for unusual noises and/or vibration

VALVE VAULT;

D Check sump pump operation

D Verify pressure gauges are in place (if applicable)
L—_l Check for proper access hatch operation

CONTROL PANEL.:
D Verify that wiring schematic is on fite in Sewer Departmeni Office
D Inspect enclosure for damage
l]/lﬁspect wiring
L Perform operational test
Verify that electrical conduits are sealed
[___] Verify high water warning light operation

COMMENTS: Stateon has b Ypass ol




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date: Jo2 - Z ’Z/

Pump Station Name:

Pump Station Location;

Inspected By: QK:L—)
S

Number of Pumps: Z

. ! 1
Pump Manufacturer: TV wlcun wugzp
Pump Horsepower: L. 7
WETWELL:

D Inspect interior and exterior surfaces
D Check for proper access hatch operation
Verify float system operating condition

@/ Inspect pump guide rails

PUMPS:
D Pull and reset pump (if needed)
D _ Check for ease of removal and proper sealing at disconnect flange
B/ Check pump chords for obstructions
~ Check pump for normal operation
Check for unusual noises and/or vibration

VALVE VAULT:

I:] Check sump pump operation

[:] Verify pressure gauges are in place (if applicable)
I:] Check for proper access hatch operation

CONTROL PANEL:
[_l Verify that wiring schematic is on file in Sewer Department Office
D/Inspecl enclosure for damage
IZ/‘ Inspect wiring
['_'3/ Perform operational test
Verify that electrical conduits are sealed

D Verify high water warning light operation

COMMENTS: Meeds /;a/z/f ls « b ,{,‘94 alaws. o lort




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

pection Date: /uz -2 ’»Z/

Pump Station Name:

pected By: Q%@/——)

Pump Station Location:

Number of Pumps: / ~

Pump Manufacturer: &mm—é‘ﬁﬁi
Pump Horsepower: ikl

WETWELL:

[2/ Inspect interior and exterior surfaces
[ :} Check for proper access hatch operation
Verify float system operating condition

|:] Inspect pump guide rails

PUMPS:
D Pull and reset pump (if needed)
D Check for ease of removal and proper sealing at disconnect flange

B/ Check pump chords for obstructions

Q/Check pump for normal operation
| 2 Check for unusual noises and/or vibration

VALVE VAULT:

D Check sump pump operation

[:l Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:
[j Verify that wiring schematic is on file in Sewer Department Office

ﬂ' Inspect enclosure for damage
Inspect wiring

g} Perform operational test

D/Verify that electrical conduits are sealed
D Verify high water warhing light operation

COMMENTS: "_)Q/}’Lek l@‘.DL flCCo[-COQ/ﬁ Z ;QAL‘LIM"O J..o( OIMP'Q//?.CA/L_

o QA A ‘4:)f \l\‘\nz/\.; ‘. \>e \




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date: /l’z 'Zl

Inspected By: ¢ ﬁg\/ﬂ/——)

Pump Station Name:

Pump Station Location:

Number of Pumps:

Pump Manufacturer: ESE
Pump Horsepower: % L\ \’“—)
WETWELL:

I:] Inspect interior and exterior surfaces
D Check for proper access hatch operation
Verify float system operating condition

Ej/inspect pump guide rails

PUMPS!

|:| Pull and reset pump (if needed)

I:I Check for ease of removal and proper sealing at disconnect flange
lg/ Check pump chords for obstructions

Ig/Check pump for normal operation
Q/Check for unusual noises and/or vibration

VALVE VAULT:

D Check sump pump operation

D Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:
D Verify that wiring schematic is on file in Sewer Department Office
g/' Inspect enclosure for damage

E]/ Inspect wiring

’E/ Perform operational test

IE/‘ Verify that electrical conduits are sealed
[:' Verify high water warning light operation

COMMENTS: j’(.)a’c'/s A€o 3mc&ﬁ VoL ,; Ao Ai’C}/L leve | Ao ue




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Statlon Name:

Inspection Date: [2 = Z =3 l
A

Pump Station Location: Inspected By:

Number of Pumps:

Pump Manufacturer:

Pump Horsepower:

WETWELL:

I:__J Inspect interior and exterior surfaces
I:] Check for proper access hatch operation
D/" Verify float system operating condition
D Inspect pump guide rails

PUMPS:

L—_] Pull and reset pump (if needed)

I:I Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

D/Check pump for normal cperation
[E/Check for unusual noises and/or vibration

VALVE VAULT:
E‘ Check sump pump operation

E/Verify pressure gauges are in place (if applicable)

Check for proper access hatch operation

CONTROL PANEL:
[:I Verify that wiring schematic is on file in Sewer Department Office
D Inspect enclosure for damage
Inspect wiring
Q///Perform operational test
Verify that electrical conduits are sealed

D Verify high water warning light operation

COMMENTS: Bt:\)fwss L,oh[/\'\ Sodowe rie PP




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date: /02 = oZ -Z (
Inspected By: &w

Pump Station Name:

Pump Station Location:

Number of Pumps:

Pump Manufacturer:
Pump Horsepower; 7.5 hp

WETWELL:
E/' Inspect interior and exterior surfaces

13/ Check for proper access hatch operation
Q/ Verify float system operating condition

m/inspect pump guide rails

PUMPS:

D Pull and reset pump (if needed)

D Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

B//Check pump for normal operalion

[;I/Check for unusual noises and/or vibration

VALVE VAULT:

D Check sump pump opetration

D Verify pressure gauges are in place (if applicable)
B/’ Check for proper access hatch operation

CONTROL PANEL:

[;}/"’ (/erify that wiring schematic is on file in Sewer Department Office
lg/( inspect enclosure for damage

I__«._/}/‘Inspect wiring

B/ﬁerform operational test

D/Verify that electrical conduits are sealed
[g/ Verify high water warning light operation

COMMENTS: Neo  comnond S




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Pump Station Name:

spection Date: )2 :3;2[
A D

Pump Station Location spected By:

Number of Pumps:

Pump Manufacturer: ( XowsD /elovw\am ‘Q—WYP-
A
Pump Horsepower: W Sod

WETWELL:

[g/lnspect interior and exterior surfaces
[:I Check for proper access hatch operation
I:] Verify float system operating condition

’:] inspect pump guide rails

PUMPS:
D Pull and reset pump (if needed)

D Check for ease of removal and proper sealing at disconnect flange

D/Check pump chords for obstructions
Check pump for normal operation

Check for unusual noises and/or vibration

VALVE VAULT:

Ig/ Check sump pump operation
[:| Verify pressure gauges are in place (if applicable)

E/Check for proper access hatch operation

CONTROL PANEL:
[:] Verify that wiring schematic is on file in Sewer Department Office

[g/lnspect enclosure for damage
[J/I-nspect wiring

Iﬂ/ Perform operational test

D/Verify that electrical condUits are sealed
D Verify high water warning light operation

COMMENTS: Do \\/\'T;q;L\ \me& L&QJM







PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date: \2"‘ [_Q-Z

Pump Station Name:

Inspected By: -_é<-«\/\_)

Pump Station Location:

Number of Pumps:

Pump Manufacturer:

Pump Horsepower:

WETWELL:

B/ Inspect interior and exterior surfaces
B/A Check for proper access hatch operation
m/'Verify float system operating condition
D Inspect pump guide rails

PUMPS:
D Pull and reset pump (if needed)
D Qheck for ease of removal and proper sealing at disconnect flange
,]/Check pump chords for obstructions
Check pump for normal operation
@//Check for unusual noises and/or vibration

VALVE VAULT:

E/Check sump pump operation

D Verify pressure gauges are in place (if applicable)
Ej/ Check for proper access hatch operation

CONTROL PANEL:
D Verify that wiring schematic is on file in Sewer Departmeni Office
E/'Inspect enclosure for damage
Q/ Inspect wiring
Perform operational test
Verify that electrical conduits are sealed

I:l Verify high water warning light operation

COMMENTS: Z mol'o« in ope,vcu)t.'uoﬂl \C)c \/\\&\A \Qut\ OQMVV\-
L& \




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

ection Date: \;L - (9 = 2_\

Pump Station Name:

Pump Station Location:

ected By: 4% *‘-LD
N

Number of Pumps:

Pump Manufacturer: Qw\‘%

Pump Horsepower: - >

WETWELL:

M Inspect interior and exterior surfaces
M Check for proper access hatch operation
[Q/ Verify float system operating condition
D Inspect pump guide rails

PUMPS:

E—J Pull and reset pump (if needed)

[2’ Check for ease of removal and proper sealing at disconnect flange
IE’ Check pump chords for obstructions

E__(]/ Check pump for normai operation

Q/'Check for unusual noises and/or vibration

VALVE VAULT:

l___J Check sump pump operation

D Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:

D Verify that wiring schematic is on file in Sewer Department Office
Z Inspect enclosure for damage

B/ Inspect wiring

@// _Perform operational test

Verify that electrical condlits are sealed

D Verify high water warhing light operation

comments: _Deeds covecvns Sor e lecivical boex. e
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PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

Inspection Date: /02 ’(g -02,‘
inspected By: # m

—

Pump Statlon Name:

Pump Station Location:

Number of Pumps:

Pump Manufacturer: C{Or waan 2\:\99
Pump Horsepower: 5
WETWELL;

Inspect interior and exterior surfaces
Check for proper access hatch operation
Verify float system operating condition

IO

Inspect pump guide rails

_U
c
=
T
(9]

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

[

VALVE VAULT:

l:] Check sump pump operation

l:] Verify pressure gauges are in place (if applicable)
D Check for proper access haich operation

CONTROL PANEL:

D Verify that wiring schematic is on file in Sewer Department Office
D Inspect enclosure for damage

D Inspect wiring

D Perform operational test

I:] Verify that electrical conduits are sealed

|:] Verify high water warning light operation

comments: _ Ofaion s Servee | A
ploce .




PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

nspection Date: IQ_" L& . Z\

Pump Statlon Name:

Pump Station Location:

nspected By: ,»W
e —

Number of Pumps:

Pump Manufacturer: "Rk,

Pump Horsepower: S

WETWELL:
E/Inspect interior and exterior surfaces

Wheck for proper access hatch operation
a Verify fioat system operating condition

D Inspect pump guide rails

PUMPS:

D Pull and reset pump (if needed)

I:' Check for ease of removal and proper sealing at disconnect flange
]E/ Check pump chords for obstructions

E/Check pump for normal operation
[D/Check for unusual noises and/or vibration

VALVE VAULT:

I:I Check sump pump operation

I:J Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:
[_—_] Verlfy that wiring schematic is on file in Sewer Department Office
[E/ylnspect enclosure for damage
@ Inspect wiring
IE’ Perform operational test
Verify that electrical conduits are sealed

D Verify high water warning light operation

comvents: _ Ona. \lowes oeXwe .Ewlﬂ‘o\L& contannge N

ca XG5
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PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

spection Date: ‘ Z~ Lo~ Z\
spected By: el A
=

Pump Station Name:

Pump Station Location:

Number of Pumps:

Pump Manufacturer: @00*"3
Pump Horsepower: 5
WETWELL!

@/ Inspect interior and exterior surfaces
_Check for proper access hatch operation
E’ Verify float system operating condition

D Inspect pump guide rails

PUMPS:!

[]  Puland reset pump (if needed)

[:] Check for ease of removal and proper sealing at disconnect flange
B/ Check pump chords for obstructions

B’/ Check pump for normal operation

[Q’ Check for unusual noises and/or vibration

VALVE VAULT:

D Check sump pump operation

D Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:
D Verify that wiring schematic is on file in Sewer Department Oifice
D Inspect enclosure for damage
@/ Inspect wiring
Perform operational test
Verify that electrical conduits are sealed

[:] Verify high water warning light operation

commeNTs:  o\aioer -nn!f)!DQf oo Covered Wit *ox\l‘) Q'SLW\
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PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

nspection Date: l ;2, = 3 o CQ\
nspected By: ,_74’1—‘./,—,1_/

Pump Station Name:

Pump Station Location:

Number of Pumps:

Pump Manufacturer: ROD*S
Pump Horsepower: s 6
WETWELL

Inspecl interior and exterior surfaces
e€Ck for proper access hatch operation
Verify float system operating condition

Inspect pump guide rails

EI

PUMPS:
[] Puland reset pump (if needed)
D Check for ease of removal and proper sealing at disconnect flange
E’/ Check pump chords for obstructions
. Check pump for normal operation
[.Z/Check for unusual noises and/or vibration

VALVE VAULT:

D Check sump pump operation

D Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:
D Verify that wiring schematic is on file in Sewer Department Office

IE/ nspect enclosure for damage
nspect wiring
i Perform operational test

Verify that electrical conduits are sealed

I:I Verify high water warning light operation

comments: __ Dne \Plowser \a_apzcodian. Needs Plexigless
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PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

pection Date: (2~ o Tl \

Pump Station Name:

pected By gl A~

Pump Station Location:

k\ -

Number of Pumps:

Pump Manufacturer: Loats
Pump Horsepower: 7 5
WETWELL:

D Inspect interior and exterior surfaces

Check for proper access hatch operation
[E/Verify float system operating condition
D Inspect pump guide rails

PUMPS:
D Pull and reset pump (if needed)
D Check for ease of removal and proper sealing at disconnect flange

Check pump chords for obstructions

E/Check pump for normal operation
Check for unusual noises and/or vibration

VALVE VAULT:

D Check sump pump operation

D Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:
[:l Verify that wiring schematic is on file in Sewer Department Office
m/lnspect enclosure for damage

l;]/lnspect wiring
|:] Perform operational test
B/ Verify that electrical conduits are sealed

D Verify high water warning light operation

COMMENTS: ’B\ 108 \0 o\c»(,e, ) %\Aqwlc,r‘b\\o\t DSuL‘m.P
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PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

ed
S - g\‘(’ce' Inspection Date: Z._%Lg'?,‘

Pump Station Name:

Pump Station Location:

Inspected By: / Ml/D

Number of Pumps;

Pump Manufacturer: 2&0+S
Pump Horsepower: 5'
WETWELL:

B/ Inspect interior and exterior surfaces

Check for proper access hatch operation

]E/ Verify float system operating condition
Inspect pump guide rails

PUMPS:

E] Pull and reset pump (if needed)

D _Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

IZ]/' Check pump for normal operation

Q/Check for unusual noises and/or vibration

VALVE VAULT:

[:] Check sump pump operation

D Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:
|:| Verify that wiring schematic is on file in Sewer Department Office
I::] Inspect enclosure for damage
B/ Inspect wiring
_Perform operational test
Verify that electrical conduits are sealed

D Verify high water warning light operation

COMMENTS ().,\q_ \O\Qwe\f \y\gpuov‘no«n y Dc }L\O{l\.x \eue\ \ a/\‘-l‘ .

0 ol coner




PUMP STATION INSPECTION CHECKLIST

City of Cahokia Heights Water & Sewer

Pump Statlon Name: Inspection Date:

Pump Station Location: Inspected By:

Number of Pumps:

Pump Manufacturer:

Pump Horsepower:

WETWELL:

B/Inspect interior and exterior surfaces
[:V]/ Check for proper access hatch operation
E}/yerify float system operating condition

Inspect pump guide raits

PUMPS:

Pull and reset pump (if needed)

Check for ease of removal and proper sealing at disconnect flange
Check pump chords for obstructions

Check pump for normal operation

Check for unusual noises and/or vibration

naREs

VALVE VAULT:

D Check sump pump operation

I:l Verify pressure gauges are in place (if applicable)
D Check for proper access hatch operation

CONTROL PANEL:

D Verlify that wiring schematic is on file in Sewer Department Office
D Inspect enclosure for damage

B// Inspect wiring

[E’ Perform operational test

B/ Verify that electrical conduits are sealed

[:l Verify high water warning light operation

COMMENTS; Or\.n, \O\O\.AJ@( LAY o?}&,rf“x:\;;C)v\ ol Do
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PUMP STATION INSPECTION CHECKLIST
City of Cahokia Heights Water & Sewer

{

Inspection Date: \ Q 2 % ;L\

Pump Station Name:

Inspected By: 7&@

Pump Station Locati

Number of Pumps:

Pump Manufacturer: Reeks
Pump Horsepower: 1.5
WETWELL:

D Inspect interior @nd exterior surfaces
[E/ Check for proper access hatch operation

Y7 Verify float system operating condition

%/Inspecl pump guide rails

PUMPS:!

I:] Pull and reset pump (if needed)

D Check for ease of removal and proper sealing at disconnect flange
B/ Check pump chords for obstructions

a Check pump for normal operation
B/ Check for unusual noises and/or vibration

VALVE VAULT:

D Check sump pump operation

D Verify pressure gauges are in place (if applicable)
l:l Check for proper access hatch operation

CONTROL PANEL.:

[:I Verify that wiring schematic is on file in Sewer Department Office
D Inspect enclosure for damage

Ig/lnspect wiring

Iz’ Perform operational test

B/ Verify that electrical conduits are sealed

D Verify high water warning light operation

COMMENTS ?Jupcxn W L)\CLQ< \b\gmu) Qe \wm\\\)t needs
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